CUSTOMER

HPS

” Hammond Power

HPS Solutions Inc.

~

DES'D BY: KJV
DATE: 30/11/2015

CHK'D BY: KJV
DATE: 30/11/2015

APPD BY: KJV
DATE: 30/11/2015

STD TOLERANCES
X=%0.1
XX =%0.06
XXX =£0.02
XXXX = £0.005
ANGLES = £0.5
HOLE, SLOT SIZE = +0.03
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